چكيده :

هنگامي كه هادي خط انتقال با اجسامي كه به صورت موثر زمين نشده اند تماس يابد, امپدانس خطا قابل توجه خواهد بود. اين نوع خطاهاي با جريان كم با عنوان خطاي با امپدانس بالا شناخته مي شوند. در هنگام وقوع خطاي با امپدانس بالا جريان خط انتقال تغيير محسوسي نخواهد كرد و در نتيجه در اكثر موارد, اين نوع خطا توسط ادوات و تجهيزات حفاظت مرسوم  شناسايي       نمي شوند.

در اين تحقيق اغتشاش هاي موجود در جريان خط توسط تبديل موجك شناسايي گرديده, سپس با استفاده از يك شبكه عصبي و با توجه به مشخصه هاي خطا, حالت خطا از حالت هاي ديگر متمايز مي شود. در انتها نيز كارايي چند موجك مادر در تشخيص خطاي با امپدانس بالا با استفاده از روش پيشنهادي مقايسه مي گردد.
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Abstract:

Normally faults on distribution circuits are detected by simple over current relays. Faults through high impedance such as dry earth, do not have enough current to make over current relays operate. Such high impedance faults may pose a hazard to the public. 
The key characteristic identified for high impedance fault is the arc normally associated with these faults. In this thesis the nature of the arc is analyzed, then a new approach to high impedance fault detection based on wavelet transform and neural network is proposed. Fault simulation carried out with the PSCAD/EMTDC. Results demonstrate that there is a high potential on the use of this method to detecting high impedance faults. Finally respect to proposed method, performance of 16 mother wavelet are compared each other.
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