چکيده
هدف از ساخت مقره هاي اندازه گيري جريان يافتن يک جايگزين بهتر براي ترانسفورمرهاي اندازه گير سنگين و گرانقيمت مي باشد. با رشد و پيشرفت دانش بشري در زمينه الکترونيک مي توان سيگنالهاي خيلي کوچک در حد ميکرو آمپري را آشکار و با آنها کار نمود. بنابراين بر خلاف گذشته ديگر به سيگنال با دامنه بالا نيازي نيست تا بتوان از آن براي عملکرد رله و يا دادن فرمان به ادوات اندازه گيري استفاده نمود. با طراحي و ساخت مقره هاي اندازه گير جريان، اين هدف محقق مي شود. در اين پايان نامه روند انجام فعاليتهای طراحی و تحليل مقره هاي اندازه گيري جريان در خطوط فشار قوي با استفاده از سيم پيچي هاي روگوفسکي و اندوکتيو بيان شده است. چالش هاي عمده در طراحي مقره هاي اندازه گيري جريان از ديد مهندسي برق عبارتند از طراحي حسگر جريان، نحوه جدا كردن سيگنال و انتقال سيگنال به مرکز کنترل. ما در اين پايان نامه به انواع مختلف حسگرهاي استفاده شده در مقره سنجشگر جريان اشاره مي کنيم، ولي حسگرهاي روگوفسکي و اندوکتيو را بصورت کامل مورد مطالعه قرار مي دهيم. هدف اصلي در طراحي حسگر جريان بيان ولتاژ القاء شده در دو سرحسگر جريان بر حسب ديگر پارامترهاي موجود مثل جريان عبوري از خط هوائي، تعداد دورهاي حسگر جريان و ديگر پارامترهاي ابعادي مثل قطر کابل حاوي جريان مي باشد. بعد از اينکه ولتاژ دو سر حسگر بر حسب پارامترهاي مختلف بيان گرديد آنگاه بايد با استفاده از نرم افزارهاي برنامه نويسي موجود مثل نرم افزارMatlab  نحوه تاثير پارامترهاي مختلف را بر روي ولتاژ القاء شده در دو سر حسگر جريان مورد بررسي قرار داد که اين امر هدف اصلي طراحي يعني دانستن نحوه تاثير تغييرات پارامترهاي مختلف بر روي ولتاژ خروجي ايجاد شده در دو سر حسگر مي‌باشد. . علاوه بر اين در اينجا به نحوه جداسازي حسگر در برابر ميدان هاي الکتريکي و مغناطيسي بالاي موجود در خطوط فشار قوي اشاره خواهد شد.
كلمات كليدي:
1- مقره اندازه گير جريان (Current Measuring Insulator)  
2- حسگر اندوکتيو
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3- حسگر روگوفسکي (Rogowski Coil)
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 6- جداسازي (Shielding)

  
Abstract

The new current measuring equipment such as current measuring insulators are good replacements for traditional current transformers (CTs) that are bulky and expensive. Developments in electronic areas have enhanced working with low level signals. In fact, there is no need for high power signals to trip a protection relay and other protecting and controlling devices. The conception of designing of these insulators is based on recent developments. In this work, we introduce the designing procedures of such insulators that have inductive or rogowski current sensors for using at high voltage overhead lines. The work can be divided into sub-sections like design of current sensors, shielding, detecting and transmitting the signal to control center. Here, all current sensors have been introduced but we generally focus on inductive and rogowski sensors for design of the insulators. For current sensors, first the induced voltage of the coil should be depicted in terms of current passing through the overhead lines and other dimensional parameters. After that, using appropriate software like Matlab, the voltage and current relation is evaluated by changing other parameters as distance between the coil and current carrying conductor and observing the changes in the induced voltage to establish a lookup table or a curve for these kinds of changes. Perhaps the main purpose of the design in all equipment is like this i.e. recoding the changes in output of the device in term of varying parameters and making the design in relation to those records. Finally, we suggest good instructions for shielding the insulator against electric and magnetic fields since in the absence of suitable shielding the measuring will not be satisfactory. 
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