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	چكيده

يکي از مهم​ترين وظايف نرم​افزاري که مناقصه را در بازار برق اجرا مي​کند، حل مسأله در مدار قرار گرفتن واحدها است. اين مسأله يکي از مهمترين مسائل بهينه​سازي است که در عملکرد روزانه يک سيستم قدرت مورد استفاده قرار مي​گيرد. مسأله شامل پيدا کردن حالت​هاي خاموش و روشن بودن واحدها در يک سيستم قدرت است به گونه​اي که هزينه توليد انرژي را با در نظر گرفتن قيود و شرايطي که سيستم به مسأله تحميل مي​کند، مينيمم کند. معمولا آرايش توليد را براي بازه​هاي 24 تا 168 ساعت تعيين مي​کنند. 

تاکنون روش​هاي زيادي براي حل اين مسأله پيشنهاد شده که از آن جمله مي​توان به روش برنامه​نويسي پويا، روش آزادسازي لاگرانژ، الگوريتم​هاي فازي، الگوريتم​هاي ژنتيک و غيره اشاره کرد. در اين پايان​نامه از رايج​ترين روش ارائه شده، يعني روش آزادسازي لاگرانژ استفاده شده است. قيودي نظير تعادل بار و توليد، توان مينيمم و ماکزيمم واحد، حداقل زمان خاموش بودن و روشن بودن واحد، واحدهايي که حتما بايد روشن يا خاموش باشند، واحدهايي که توانشان محدود شده، تابع هزينه توليد واحدها و ... در اين پايان​نامه در نظر گرفته شده است. روش فوق توسط نرم​افزار MATLAB پياده​سازي شده و حاصل به پايان​نامه ضميمه شده است. کدهاي نوشته شده بر روي يک سيستم 32 واحده امتحان شده و آرايش توليد به دست​ آمده، ارائه شده است.





Abstract

The main task of the software, used for doing tender in power market is solving unit commitment problem. Unit commitment problem is an important optimization tool in the daily operation of the power system which determines the on/off status, as well as the real power outputs of the generators. This schedule minimizes the system operating costs over a planning horizon of 24 to 168 hours, while respecting required physical, operational and contractual constraints. 

Several solution techniques have been applied to this problem, such as dynamic programming, Lagrange relaxation, fuzzy evolutionary, genetic algorithm and etc.

This thesis uses Lagrange relaxation method to solve the unit commitment problem. This method is the most advanced and widely used approach. Various constraints of a power system such as Generation-Load balance, unit minimum up and down time, must off units, must run units, limited units and units minimum and maximum generation capacity is considered in this thesis. This algorithm has been applied to a test system with 32 generating units and results are reported.  
