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	عنوان: محاسبات نيروهای وارد بر باس داکت های نيروگاه در هنگام اتصال کوتاه



	چکيده

در باس داکت هاي با فاز هاي ايزوله، در هنگام خطاي سه فاز متقارن ، فازهاي مختلف بر هم نيرو وارد مي نمايند و اين نيرو با توجه به زاويه اي که خطا در آن رخ مي دهد، متفاوت خواهد بود. حداکثر مقدار ممکن اين نيرو به عنوان مرجعي جهت طراحي استحکامات به کار مي رود.

هم چنين جهت طراحي مقره براي باس داکت هاي زانويي و انشعابي ، حداکثر نيروي باز کنندة زانو يا انشعاب بايد محاسبه شود. مجدداً اين محاسبه در حالت سه خطاي سه فاز متقارن انجام مي شود.

هدف ما در اين پروژه، محاسبه نيروهاي مزبور در مورد باس داکت هاي ايزوله مي باشد. ، الگوريتمي جهت محاسبه سريع  نيروهاي دافعه در زانو و يا محل انشعاب باس داکت ها  در هنگام اتصال کوتاه ارائه شده است.
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	Abstract:

      Different phases in IPBs initiate force on each other at short circuits. This force varies for different short circuit phase angles.

The maximum possible value of this force is a subject to consider for mechanical design.

     In order to design insulators for Elbows and T-Offs, the maximum possible value of repelling forces between arms of a phase must be known.

    Our goal in this project is to calculate forces mentioned above. We have also proposed a new algorithm to achieve our goal.   


