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طراحی عایقی پست های فشار قوی

	چکیده:

سيستم هاي قدرت اغلب در معرض اضافه ولتاژهايي قرار دارند كه يا ريشه در تخليه هاي جوي دارند يا ناشي از كليد زني در شبكه مي باشند . اگر عايق تنها در معرض ولتاژ نامي سيستم باشد مشكلي متوجه آن نخواهد شد . در حقيقت پست هاي فشار قوي بايد توانايي استقامت در مقابل نه تنها شرايط عملكرد پيوسته بلكه تنش هاي برخاسته از ولتاژهاي غير قابل احتراز بزرگتر از ولتاژ نامي را داشته باشند . مبناي انتخاب سطوح عايقي پست هاي فشار قوي از طرفي شكست عايقي خطوط انتقال ناشي از برخورد صاعقه و بروز وقايع جرقه برگشتي و نفوذ صاعقه و از طرف ديگر اضافه ولتاژهاي ناشي از كليدزني در سيستم قدرت مي باشد . همواره اين امكان وجود دارد كه سيستم عايقي را به گونه طراحي كرد كه بتواند در مقابل شديدترين تنش ممكنه استقامت كند اما قبل از محدوديت هاي تكنيكي ، محدوديت اقتصادي مطرح مي گردد . بنابراين يك احتمال معين از شكست يا درصد خطا بايستي براي تعيين نيازمندي هاي عايق پذيرفته شود . هماهنگي عايقي مدرن بر اساس دانش تنش هاي اضافه ولتاژ، استقامت الكتريكي عايق و مشخصه هاي تجهيزات فشار قوي در مقابل اضافه ولتاژ استوار   مي باشد . روش توصيه شده در اين مجموعه براي مطالعه هماهنگي عايقي مشتمل بر سه مرحله است: .

تعيين فواصل بحراني و ..

معرفي اضافه ولتاژهاي وارده به يك سيستم و وسايل حفاظتي در برابر اضافه ولتاژ
تجهيزات پست و روش هاي مورد استفاده براي كاهش و رفع خطاهاي سيستم
درواقع در اين پروژه سعي شده كه مطالعات لازم براي طراحي قسمت عايقي پست هاي فشار قوي و محاسبه فواصل ايمني و مجاز تجهيزات و روش هماهنگي عايقی و حفاظت در برابر اضافه ولتاژهاي شبكه بررسي شده و وسايل حفاظتي مثل برقگير و. . . نيز به طور كامل شرح داده شده است .

در آخر نيز يك نمونه پست طراحي شده و پارامترهاي آن مورد بررسي قرار گرفته و مفاهيم پارامترها شرح داده شده است.
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	Abstract:

Power systems often are exposed in excessive voltage which results from eithen atmosphere or switching in network .If insulation is only exposed in nominal voltage system. It shall not fact any problem .High tension posts should have resistance ability against not only continues condition of performance but also tension arise from voltage larger than nominal voltage. The basic for selecting the installation levels of high tension post is one hand insulation defect of pipe transfer resulted from contact between lighting and happening of returning spark and other hand. excessive voltage resulted from switching in power system. It is always possible to design insulation system so as to be able to resist against most strict tension but prior to technical limit. Economical limit is being arisen. There for a certain probability of defect or percent of error should be accepted in order to determine the insulation requirements. Modern insulating coordination based on excessive voltage tension knowledge , insulation electrical resistance and specification of high tension against excessive shall be strict. The approach advised in this set for study insulation study consist of there stages:

- determining the critical intervals

- introduction excessive voltages entered to a system and protective instrument against excessive voltage
- post equipment and approaches used for decrease and remove the system errors

In fact ,the attempt is made in this project that the require study for design of insulation part of high tension and calculation of security intervals and equipment and way of insulation coordination and resistance against excessive voltage of network has been reviewed and the protective instruments has been describe completely. In fine ,an example of design post 400k KhorramAbad and its parameter has been assessed and the concept of parameters has been describe.




