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	چكيده

در اين پايان نامه به بررسي يكي از مسائل اصلي اتصال نيروگاههاي بادي (ژنراتورهاي آسنكرون) به شبكه‌هاي توزيع خصوصاً شبكه‌هاي توزيع ضعيف پرداخته شده ‌است. امروزه، با سياست تمركززدايي و افزايش توليدات پراكنده، كنترل ولتاژ شبكه‌هاي توزيع و ثابت نگهداشتن ولتاژ پست توزيع و بار محلي در محدوده‌ي مجاز در شبكه‌هايي با نفوذ بالاي انرژي باد از اهميت خاصي برخوردار است.

در اين پايان نامه پس از شرح مسئله‌ي كنترل ولتاژ در شبكه‌هاي ضعيف با نفوذ بالاي انرژي باد و بحث درباره‌ي شيوه‌هاي متداول برخورد با اين مسئله در كشورهاي پيشرو در صنعت باد، نتايج شبيه‌سازي يك سيستم توزيع نمونه با نفوذ بالاي انرژي باد ارائه شده‌ است. شبيه سازي سيستم توزيع و نيروگاههاي بادي نمونه با مولفه‌ي Sim-Power-System از نرم‌افزار  Simulinkانجام گرفته است.

در مرحله‌ي بعد با تجهيز نيروگاههاي بادي در اين سيستم نمونه به توربين‌هاي با قابليت كنترل    ولتاژ/ توان راكتيو، توربين‌هاي نوع C، در باره‌ي بهبود پروفيل ولتاژ پست توزيع بحث شده است.
در مرحله‌ي پاياني، نتايج شبيه‌سازي نيروگاههاي بادي و شبكه‌هاي توزيع منجيل و لوشان، از شهرهاي شمالي كشور ايران واقع در استان گيلان بررسي شده‌است. در بخش نتيجه‌گيري و پيشنهادات، مسئله‌ي گسترش نفوذ انرژي باد در شبكه‌هاي‌ توزيع لوشان و سد سفيدرود در طرح توسعه‌ي نيروگاههاي بادي شرح داده شده است. در پايان، پيشنهاد شده است كه بجاي بكارگيري توربينهاي فاقد قابليت كنترل ولتاژ/توان راكتيو، توربين نوع A، از توربينهاي مجهز به ژنراتور آسنكرون تغذيه دوگانه (DFIG)، توربين نوع C، براي طرح توسعه‌ي نيروگاههاي بادي گيلان استفاده شود.
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	Abstract: 
This thesis tackles with one of the main issues of the integration of wind farms (Asynchronous Generators) to the distribution grids, particularly weak distribution grids. Nowadays, with decentralization and increased distributed generation, voltage control of distribution grids with high wind power penetration is of great importance.

This thesis, first of all, explains the issue of voltage control of weak distribution grids with high penetration of wind power, then, discusses the usual methods of resolving this issue in countries at the forefront of wind energy industry. Next, the results of simulation of a sample distribution system with high penetration of wind power are presented. The simulation of sample distribution grid and wind farms is carried out with Sim-power-system component of Simulink software. In the final phase of this simulation, the wind farms of this sample are equipped with turbine type C with voltage/reactive control capabilities and the consequent improvement in voltage profile of the distribution grid is shown.
In the final chapter, the result of the simulation of Manjil and Loshan wind farms and distribution grids in northern province of Gilan are presented.

At the conclusion, the issue of increasing wind power penetration in distribution grids of Loshan and Sade-Sefidrud is explained. It is recommended that instead of using type A wind turbines with no control on voltage/reactive power, wind turbine type C with doubly fed induction generators be used for the development plan of Gilan wind farms.





